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DISCHARGE NUMBER

MONITORING PERIOD

Minor (SUER SW) F-Final
Sliurry Discharge Effluent

Sedimentation Plant
(non-wastewater)

MoFrom Year YearMo
To

Day Day

2014
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1 2014

	

5
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WA-0026662

PERMIT NUMBER

*001 APERMITTEE NAMEIADDRESS
NAME:

	

US Department of Interior Bureau of Reclamation

ADDRESS:

	

826 E FRONT STREET, SUITE A	
PORT ANGELES, WA. 98362-3613

FACILITY:

	

ELWHA WATER TREATMENT PLANT
LOCATION:

	

Efwha River/ Lat: 48°10'10"N./long:123°33'7"W

ATTN:

	

DAVID F ADKINS, USER CIVIL ENG

PARAMETER QUANTITY OR LOADING QUALITY OR CONCENTRATION
NO .EX

FREQUENCY OF
ANALYSIS

SAMPLE

TYPEAverage Monthly Maximum Daily UNITS Minimum Average Monthly Maximum Daily UNITS

Water Temperature
Effluent 00010 1 0 0

Sample
Measurement

,**,*, 9.7 11.1
Deg.C

0 Daily Grab

****** 5/Week GrabPermit Requirement ****** ****** *E.» Report Report

Water Temperature
Influent 00010 7 0 0

Sample
Measurement

****** ****** ....: 8.8 9.6
De g.C

0 Daily Grab

****** Report Report **•*** 51Week GrabPermit Requirement *""* "'*`*

Flow Rate
Effluent 00056 1 0 0

Sample
Measurement

4.5 5.3

CFS

*****" 0 Continous Recording

*""*"* ****"' "'*" ***** Continous RecordingPermit Requirement Report Report

Flow Rate
Influent 00056 7 0 0

Sample
Measurement

34-3 41.8

CFS

****** ****** *****, 0 Continous Recording

"***** Continous RecordingPermit Requirement Report Report
******

******

Turbidity
Influent 00070 7 0 0

Sample
Measurement

	 * .*.*** ...... 277.3 653.0
NTU

0 Continous Recording

Permit Requirement
*,****

** '* ****** Report Report Continous Recording

Total Suspended Solids
Daffy Average Influent Turbidity > 50 NTU

Influent 00150 P 0 0
See Comments Below

Sample
Measurement

89,267 189,510
LblOay

****** 485.1 1003.0
mg /L.

0 Daily 24-Hr
Composite

**+*** Daily 24-Hr
CompositePermit Requirement Report See 1.113 81.8.4 *E.« Report Report

Dissolved Oxygen
Influent 00300 7 0 0

Sample
Measurement

...... **,.*** *. ... 15.0 15.7
mglL

0 Daily Grab

1/Month Grab***"** Report ReportPermit Requirement
****

NAME/TITLE PRINCIPAL EXECUTIVE OFFICER Icertify under penalty oflan'main" sd°."Tr'°" I: 'rd J°+nErr^rv' rCd

di rect i on or superv i s i on i n accor d ance w i t h a system
propery giellur and ornmade the information submitted

p ersons who mana g e the system , or those p erson,
information.

	

he information submitted is. to the best
af^d coutplctc.l,um uwurc that mere are significant

including the possibility of fine and inrprisoamcat

ender no
d es i gne d to assure t h at qua lif ie d personnel

Based on my ultimo. - ammo person or
diredl y res p onsible for g atherin gthe

of my knowledge and belief, true, accurate,
penalties for submitting folic informnliom '

TELEPHONE DATE
Tom Hubbard 503 582-9655 2014 6 3

SIGNATURE OF PRINCIPAL EXECU E OFFICER OR
Area Code Number Year Mo DayTYPED OR PRINTED

AUTHORIZED AGENTfor xsia,dng violations

COMMENTS AND EXPLANATION OF ANY VIOLATIONS (Reference all attachments here)

	

0 = Daily Avg. Influent From River Turbidity >50 NTU: P = Daily Avg. From River Turbudity <50

EPA Form 3120-f (Rev.0110fi1 Previous editions may be used.
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NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES)
DISCHARGE MONITORING REPORT (DMR)

PERMITTEE NAME/ADDRESS
NAME:

	

US Department of Interior Bureau of Reclamation

ADDRESS:

	

826 E FRONT STREET, SUITE A
PORT ANGELES, WA. 98362-3613

FACILITY:

	

ELWHA WATER TREATMENT PLANT
LOCATION:

	

Elwha River/ Lat: 48°1 O'10"N./Long:123°33'7"W

ATTN:

	

DAVID F ADKINS, USER CIVIL ENG

PARAMETER QUANTITY OR LOADING QUALITY OR CONCENTRATION NO. EX FREQUENCY OF
ANALYSIS

SAMPLE
TYPEAverage Monthly Maximum Daily UNITS Minimum Average Monthly Maximum Daily UNITS

BOD, 5-Day
Effluent 00310 1 0 0

Sample
Measurement

**,»** .*.*.*
2.0 2.0

m g /I_
0 If Month Comp

Permit Requirement *a ***'
•	

Report Report If Month
24- Hr

Composite

PH
Effluent 00400 1 0 0

Sample
Measurement

...... ..... «.,.. 7.6 8.0
SU

0 Emily Grab

Permit Requirement en** •**•** 6.5 - 8.6 8.5 ••"" 31Week Grab

PH
Influent 00400 7 0 0

Sample
Measurement

*

	

*, 7.7 7.9
SU

0 oaiiy Grab

Permit Requirement 6.5 . 8.5 8.5 *•"" Wreak Grab

Total Alkalinity (As CAC03)
Effluent 00410 1 0 0

Sample
Measurement

39.4 45.0
mglL as
CaCo0

-

0 Daily Comp

Permit Requirement `*"`* """ "*'•`* Report Report **mar IlMonth 24-Hr Comp

Total Solids Suspended
Effluent 00530 0 0 0

Daily Average Influent Turbidity > 50 NTU
See Comments Below

Sample
Measurement

86,393 167,045

Lb1Day

****** 3,552.3 6,944.0
mglL

0 Daily 24-Hr Comp

Permit Requirement 633,161 1,598,992 ***`*• Report Report *`*'* Daily
24- Hr

Composite
Total Suspended Solids

Effluent 00530 P 0 0
Daily Average Influent Turbidity < 50 NTU

See Comments Below

Sample
Measurement

NA NA
#ICFS
River

`•`**• NA NA
m glL

0 One attached data
report

Comp

Permit Requirement Report 22 .,e-	 Report Report -ea. *** Daily
24- Hr

Composite
NAME/TITLE PRINCIPAL EXECUTIVE OFFICER Icertify under penally

di rml i on ar superc
properly gamer

persons uho
inFonnatioa•the inint.ntier

and com p lete r
includin

oflam(ha(this document andallattachments mete preparodunder. ).
i s i nn i n accor d anoc m th n srslcm d es i gne d to nssare t h at qua lif ie d personne l

r'^ I

TELEPHONE DATE
Tom Hubbard 503 582-9655 2014 6 3and es•alnate ate information snbnducd_ Based on :„y inquire of the person or

manage the system , or (hose persons directly responsible for gathering the
submitted is. to the best or my koowlcdge andbeber. we•accurate.

am aware that there are si g nificant p enalties for antn,ittin g !hi v e . inr o m u ^r n ".
theg

	

possibility of fine and imprisonment for knowing violations.

SIGNATURE OF PRINCIPAL EXECUTIVE OFFICER OR
AREA Code NUMBER Year Mo DayyAUTHORIZED AGENTTYPED OR PRINTED

COMMENTS AND EXPLANATION OF ANY VIOLATIONS (Reference all attachments here)

	

0 = Daily Avg. Influent From River Turbidity >50 NTU: P = Daily Avg. From River Turbudity <50

EPA Form 3326-1 IRev.011061 Previous editions may be used.
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2014

	

5

	

1
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5
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Year Year MoMo Day Day



NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES)
DISCHARGE MONITORING REPORT (MR)

PERMFTTEE NAME/ADDRESS
NAME:

	

US Department of Interior Bureau of Reclamation

ADDRESS:

	

826 E FRONT STREET, SUITE A
PORT ANGELES, WA. 98362-3613

FACILITY:

	

ELWHA WATER TREATMENT PLANT
LOCATION:

	

Elwha River/ Lat: 48°10'10"N./Long:123°33'7"W
ATTN:

	

DAVID F ADKINS, USBR CIVIL ENG

PARAMETER QUANTITY OR LOADING QUALITY OR CONCENTRATION
NO EX FREQUENCY OF

ANALYSIS

SAMPLE
TYPEAverage Monthly Maximum Daily UNITS Minimum Average Monthly Maximum Daily UNITS

.

Total Suspended Solids
Influent 00530 7 0 0

D a ily Average Influent Turbidity t 50 NTU
See Comments Below

Sample
Measurement

NA NA Lb1CFS
River

,«,«„
NA NA

mgIL
0 Day of Discharge Comp

Permit Requirement Report Report '•'•" Report Report ***'r** Daily
24-Hr

Composite d

Settleable Solids
Effluent 00545 1 0 0

Sample
Measurement

...... ...... ...... 16.0 16.0 0 1rMnnth Comp

Permit Requirement Report Report
mOL

llMonth
24-Hr

Composite

Settleable Solids
Influent 00545 7 0 0

Sample
Measurement

<1 <1
OL

0 11MOnm Comp

Permit Requirement Report Report
m

•""' 1lrrtonm
24-Hr

Composite

Aluminum, Total (As AL)
Effluent 01105 1 0 0

Sample
Measurement

81.2 2,518,7

lb/Day
100 100

mglL
0 l y donth Comp

Permit Requirement Report Report •••••' Report Report ** sir ** llMonth
24-Hr

Composite

Aluminum, Total (As AL)
Influent 01105 7 0 0

Sample
Measurement

77.2 2392.2
lb/Day

****** 13.0 13.0
mglL

0 11Month Comp

Permit Requirement Report Report Report Report ****** 1/Month
24•Hr

Composite

Fecal Coliform
Effluent 31625 1 0 0

Sample
Measurement

...... ...... ...... 24 37 0 for Month Grab

Permit Requirement ****** Report Report #/100 ML
*****

101 Month Grab

Fecal Coliform
Influent 31525 7 0 0

Sample
Measurement

...... ...... ...... 3.5 5 0 101 Month Grab

Permit Requirement ***«** Report Report #1100 ML ****** 101 Month Grab

NAMEITITLE PRINCIPAL EXECUTIVE OFFICER I curtly under 2cn:,l« ofla^. rn:n his doenmem and all ,nrneame^rrs „ere Prepared under my
direction or supenisiou in accordance ((ilk a system designed to aryl.: drat qualified personnel

TELEPHONE DATE

Tom Hubbard prnpeny gather and evaluate the information submitted. Based on my inquiry of [he person or 1 503 582-9655 2014 6 3
^,persons x40 manage the system . or those persons directly . responsible for galhenng Inc

r matinn_ the info ma inn subm u d is_ m me best nr,ny urnx•ledge and belief we. accu.aie_

and compltac r am arvarc that [here are significant penalties for submitting false information,
SIGNATURE OF PRINCIPAL CUTIV E OFFICER OR

AREA Code NUMBER Year Mo DayTYPED OR PRINTED
AUTHORIZED AGENTincluding the possibility. of fine and imprisonment for knoa trig violations ,

COMMENTS AND EXPLANATION OF ANY VIOLATIONS (Reference all attachments here)

	

0 = Daily Avg. Influent From River Turbidity >50 NTU: P = Daily Avg. From River Turbudity <50

EPA Form 3320-1 (Rev.01108) Previous editions may be used.
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WA-0026662 *001 A

PERMIT NUMBER DISCHARGE NUMBER

^,

	

5 2014

MONITORING PERIOD

From Year Mo Day

	

To

	

Year Mo Day

2014

	

5

	

1

	

2014

	

5

	

31
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(non-wastewater)

ti;



NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES)

DISCHARGE MONITORING REPORT (DMR)

PERMITTEE NAMElADDRESS
NAME:

	

US Department of Interior Bureau of Reclamation

ADDRESS:

	

826 E FRONT STREET, SUITE A
PORT ANGELES, WA. 98362-3613

FACILITY:

	

ELWHA WATER TREATMENT PLANT
LOCATION:

	

Elwha River/ Lot: 48 e 10'10' rN.lLong:123°33'7"W
ATTN:

	

DAVID F ADKINS, USER CIVIL ENG

PARAMETER QUANTITY OR LOADING QUALITY OR CONCENTRATION
NO EX FREQUENCY OF

ANALYSIS
SAMPLE

TYPEAverage Monthly Maximum Daily UNITS Minimum Average Monthly Maximum Daily UNITS
.

Total Dissolved Solids
Effluent 70295 1 0 0

Sample
Measurement

,«... ...... 66.0 66.0
mglL

0 41Mon[h Comp

Permit Requirement *..*" .. . '""'°• Report Report ***** 'Month
24-Hr

Composite

Total Dissolved Solids
Influent 70295 7 0 0

Sample
Measurement

...... ...... ...... 57.0 57.0
m glL

0 41MOnth Comp

Permit Requirement "'*" Report Report tmlonth

.
24-Hr

Composite
•*'*•*

NAMErTITLE PRINCIPAL EXECUTIVE OFFICER
I certify under penalty of law that Ibis document and all attachments were prepared under ray

direction or supervision in accordance nith a system designed to assure than qualified personnel
proper l y gat h er an d cra L tnlc t h e i n f ormat i on su b m i tte d B ase d on my i nqu i ry o f t he person or

persons who manage the system, or those persons dircdly responsible for gathering the
i n f ormat i on, t h e in f ormat i on su b m i tte d I s, to t h e b est o f mv l wowb dge and belief tram scurde,

and complete lam swore that mere arc significant penalties for submitting false information,
including the passibility of fine and imprisonment for knowing violations

TELEPHONE DATE

Tom Hubbard 503 582-9655 2014 6 3
y

SIGNATURE OF PRINCIPAL

	

CUTIVE OFFICER OR AREA Code NUMBER Year Mo bayTYPED OR PRINTED
AUTHORIZED AGENT

COMMENTS AND EXPLANATION OF ANY VIOLATIONS (Reference all attachments here(

EPA Form 51211-1 (Rev.01106( Previous editions may be used.
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Farm Approved

OMB Na. 2040.0004

WA-0026662 `001 A
PERMIT NUMBER DISCHARGE NUMBER

^^

	

5 2014
MONITORING PERIOD

Sedimentation Plant
(non-wastewater)

To
From YearYear Mo MoDay Day

2014

	

5

	

1 2014

	

5

	

31



ELWHA_May 2014 - WA-002666-2
INFLUENT TURBIDITY ABOVE 50 NTU

Day
Influent

Turbidity - 13
Flow, Daily, Influent

flow/daily,
at outfall

3078

flow/daily
at outfall

cal

River
Flow, 1

TSS
Influent, 8

TSS Influent
Mass_Calc

TSS
Effluent

5002

TSS Effluent
Mass Calc

Mass NTE
Limit talc3000

NTU MGD CFS MGD CFS CFS mg& LbslDay mg/I_ LbslDay Ibslday

5/1/2014 80 21.83 33.78 3 4.64 2180 268 48,793 806 20,166 322,830
5/2/2014 230 21.85 33.81 2.98 4.61 2470 378 68,879 2448 60,841 514,460
5/3/2014 350 21.87 33.85 3.05 4.72 2600 433.8 79,138 3121 79,389 621,134
5/4/2014 271 22.66 35.05 3.09 4.78 2900 1003 189,510 6482 167,045 1,598,992
5/5/2014 640 20.93 32.38 2.88 4,46 2350 912 159,188 6900 165,732 1,181,307
5/6/2014 462 22.46 34.75 2.98 4.61 2130 584 109,373 4966 123,421 687,605
5/7/2014 424 20.52 31.75 2.79 4.32 2090 468 80,096 4236 98,566 540,105
5/8/2014 250 22.06 34.14 3 4.64 2120 565 103,968 5002 125,150 662,286
5/9/2014 316 20.76 32.12 2.91 4.50 2380 489.75 84,778 3274 79,458 642,438

5/10/2014 239 22.65 35.06 3.07 4.75 2130 382 72,195 2635 67,466 450,083
5/11/2014 192 22.08 34.16 3.02 4.67 1970 302 55,610 2440 61,456 329,594
5/12/2014 137 24.40 37.76 2.94 4.55 1860 282 57,386 2836 69,538 290,810

V511312014 132 24.29 37.58 2.83 4.38 2050 312 63,197 3030
_

71,515 353,445
5/14/2014 182 24.33 37.65 2.85 4.41 2930 503 102,065 3820 90,798 808,934
5/15/2014 350 21.37 33.06 2.79 4.32 3010 667 118,854 5874 136,680 1,101,131
5/16/2014 520 21.72 33.61 2.79 4.32 2970 689 124,826 5101 118,693 1,122,568
5/17/2014 300 22.95 35.51 2.93 4.53 2200 559 106,990 4510 110,207 679,045
5/1812014 325 22.30 34.51 2.94 4.55 2220 520.5 96,817 3758 92,145 637,946
5/19/2014 224 27.01 41.80 3.4 5.26 1990 386 86,955 2413 68,423 426,777
5/20/2014 208 16.10 24.91 2.3 3.56 2080 304 40,812 1820 34,911 347,836
5/21/2014 136 21.84 33.80 2.89 4.47 2020 223 40,622 1734 41,794 249,132
5/22/2014 175 23.69 36.65 2.96 4.58 2680 316 62,426 1999 49,348 465,654
5/23/2014 196 21.32 32.99 2.86 4.43 3080 913 162,355 5198 123,985 1,542,340
5/24/2014 653 19.07 29.51 2.67 4.13 2750 846.5 134,638 6944 154,628 1,277,686
5/2512014 393 22.93 35.48 3.02 4.67 2050 744 142,280 5782 145,630 844,120
5/2612014 287 23.71 36.68 3.1 4.80 1900 729.5 144,222 4334 112,051 769,112
512712014 312 21.74

	

_ 33.64 2.92 4.52 1820 383 69,449 2683 65,339 386,622
5/28/2014 262 22.18 34.32 2.94 4.55 1660 318 58,824 2070 50,756 293,590
5/29/2014 132 21.97 33.99 2.85 4.41 1560 219.5 40,212 1542 36,652 190,618
5/30/2014 96 22.20 34.36 2.88 4.46 1520 186 34,442 1256 30,168 157,559
5/31/2014 121 22.24 34.42 2.84 4.39 1550 153 28,384 1108 26,244 132,028

DAILY MAX 653.0 27.0 41.8 3.4 5.3 3,080.0 1,003.0 189,509.5 6,944.0 167,045.0 1,598,992.1
AVERAGE 277.3 22.2 34.3 2.9 4.5 2,232.9 485.1 89,267.1 3,552.3 86,393.3 633,160.8

JUN .5
L.

	

i



VEOLIA
WATER

JUN -5 204

June 3, 2014

US EPA Region 10
Director, Office of Compliance & Enforcement
1200 Sixth Avenue, OCE-133
Seattle, Washington 98101

RE: NPDES # WA-002666-2, MONTHLY REPORT - May, 2014 - ELWHA
WATER TREATMENT PLANT

Attn: PCS Data Entry Team

Enclosed is the monthly Discharge Monitoring Report (DMR) for the Elwha
Water Treatment Plant (Port Angeles, WA), for the month of May, 2014.
The report is being submitted by Veolia Water North America (VWNA) Operating
Services on behalf of the US Department of Interior, Bureau of Reclamation.

Please contact me if you have any questions or comments regarding the enclosed report.

Sincerely,

Tom Hubbard
Project Manager

CC:

	

Tracy Gilchrist, NPS

Enclosures:

• DMR, May, 2014; EPA Form 3320-1 (4 pages)

• Table of values & mass limits for turbidity over and under 50 NTU

U.; Lt. a4
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